
 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

APPENDIX K 
             Fort Monmouth Utility Maps
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Figure K-1
Utility Map

Site M-2 (FTMM-02) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-2
Utility Map

Site M-3 (FTMM-03) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-3
Utility Map

Site M-4 (FTMM-04) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-4
Utility Map

Site M-5 (FTMM-05) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-5
Utility Map

Site M-8 (FTMM-08) - Main Post
Fort Monmouth, New Jersey

FOUO

Legend
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Roadway & Parking
Water Body
Post Boundary
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-6
Utility Map

Site M-12 (FTMM-12) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Map created by:
Fort Monmouth Installation GIO, 

Environmental Division
Fort Monmouth, New Jersey

Date:  February 25, 2011
New Jersey State Plane Feet, NAD83

Figure K-7
Utility Map

Site M-14 (FTMM-14) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Map created by:
Fort Monmouth Installation GIO, 

Environmental Division
Fort Monmouth, New Jersey

Date:  February 25, 2011
New Jersey State Plane Feet, NAD83

Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  

Figure K-8
Utility Map

Site M-18 (FTMM-18) - Main Post
Fort Monmouth, New Jersey
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Figure K-9
Utility Map

Site 1122 (FTMM-59) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-10
Utility Map

Site 750 - Main Post
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FOUO

Legend
Water Utility
Sewer Utility
Gas Utility
Steam Utility
Condensate Utility

Monitoring Well - Active

Structures
Roadway & Parking

Water Body
Post Boundary

25
Feet

Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-11
Utility Map

Site 283 (FTMM-61) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-12
Utility Map

Site 290 (FTMM-55) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  



34 '- 33'"

44
' - 

0"

27' - 4"

P.I.V.3"

4"
ABANDONED

STEEL

3"

2"

POLYSTUB

STEEL

2"

3"

2" POLY N.J.N.GAS

2" POLY N.J.N.GAS

2" POLY N.J.N.GAS

4" ABANDONED

STEEL

2" POLY ABANDONED

2" POLY ABANDONED

10" V.C.

8" V.C.

8" V.C.

C.O.

6" NON ORGANIC

NON ORGANIC  SEWER

20" V.C.

20" V.C.

6"V
.C.

12
" V

.C.

12" V.C.

12" V.C.

6" C
.I.

6" C.I.

6" C.I.

8" V.C..

6"

6"

10" V.C.

8" V.C.

8" V.C.
8" V.C.

CONC. CHAMBERDEEP

15" R.C.
24" R.C.

12"

12"

24" V.C.

10"V.C.

24" R.C.

20" V.C.

24" R.C.

DEMOED SEWER PLANT SITE

DEMOED SEWER PLANT SITE

TANKS

TANKS

TANKS

TANK
TANK

TANK

8" C.I.

8" C.I.

2"

2"

2"

2"

8" C.I.

8" C.I.

2"

2"

6" C.I.

6"

6" C.I.

6"

3"

6"

16'

1%%129"
2"

PLUGGED AT MAIN

ABANDONED

8" C.I.

47.1

4" STEEL ABANDONED

2" ABANDONED

4"ABANDONED
STEEL

2" POLY NJN GAS

1NV.12.20

INV.12.40

INV.12.50 14.00
9.90

10.48
8.38

11.12
5.72

11.5
8.5

11.5
8.1

12.67

15.017.04

9.06
6.36

36'.4"
18'4"

6'10"
16'1"

22'8"

12'6"

9'4"

37'7"
 NJN GAS

17'

7'6"

15'

85'

INV 4.71

10.71
6.49

TOP 12.00

7.46
2.11

6.63
2.21

11.51
7.1

15.9410.77

16.75
4.544.57

11.11
4.20

4.1
2

INV 1.5

INV
 3.

93

INV 1.9218
" C

.I.

6"

HYD

HYD

HYD

2" POLY NJN GAS

ABANDONED 1997

ABANDONED 1997

CONTROL BLDG.

THREE LEVELS PLUS BELOW SURFACE

TANK
TANK

HYD

2"

8-8

8-9

HYD
8-7

8-6

9-10

8-3

V105
V106(

)

21'.

9'.6"

16
'.20'.11'.

11'.

3"

2" C.I.

6' C.I.

3'
%%131

1%%129

3"

6"

3"

ABANDONED4"

2" POLY OWNED & OPER. BY N,J,N, GAS2" POLY ABANDONED

2' POLY N.J.N. GAS

2' POLY N.J.N. GAS

2'.

5' 
 - 1

1"

19' - 11"

55' - 10"

37'.

26'
 - 7

"

48' - 6"

53' - 4"

6'.
14'.

34'
.

69
' - 

8"

68'.

20". V C.

20 " V C.

20"  V C.

89.0'

210.0'

197.0'

10.77
2.80

12.02
2.74
136.44'.10"

24" R.C.

15" R.C.

OLD 6" C.I. 

12"

8" V.C.
12" V.C.

10" V.C.

6" V.C.

12
' V

.C
.

8" V.C.

12.5
8.06" V.C.

6" 
V.C

.

12.0
8.5

11.5
6.8

55.5'

2.6'

2.5

10" V.C.

10" V.C.

8.5
5.6

6"

6"

STEELCURB FACE6" C.I.

17' - 4"

6"

HYD.

20" V C.

ABANDONED 4" STEEL

HYD
8-4

8-5

8-2

V88

L
HYD

9-9

12' C.I.

37'.8"

41'.

3'.6"

SIG/COMM M.H.

12'.4"

8"

12' C.I.

12' C.I.

4" STEEL ABANDONED
HYD9-8

V102

V103V104

V8
9

V90

V9
112' C.I.

37'.8"

41'.

3'.6"

SIG/COMM M.H.

12'.4"

8"

12' C.I.

12' C.I.

4" STEEL ABANDONED
HYD9-8

V102

V103V104

V8
9

V90

V9
1

M8MW16

MP18MW24 MP18MW25

296MW01

296MW02

296MW06

296MW07

296MW08

290MW01

283MW01

283MW02

283MW03

283MW06

296MW03

296MW04

283MW04

283MW05

290MW02

M18MW22 145

283

293

295

292

291

296

FTMM-18

FTMM-08

Harmon Avenue

Irwin
Avenue

Sherrill Avenue

Parkers Creek

Fe
bru

ary
 25

, 2
01

1 H
:\G

IS\
GI

S M
ap

s\J
T\G

rou
nd

wa
ter

 C
on

tam
ina

nt 
Ma

ps
\Si

te 
29

6 G
rou

nd
wa

ter
 C

on
tam

ina
tio

n D
ist

rib
uti

on
.m

xd

Map created by:
Fort Monmouth Installation GIO, 

Environmental Division
Fort Monmouth, New Jersey

Date:  February 25, 2011
New Jersey State Plane Feet, NAD83

Figure K-13
Utility Map

Site 296 (FTMM-54) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-14
Utility Map

Site 812 (FTMM-64) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-15
Utility Map

Site 886 (FTMM-66) - Main Post
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-16
Utility Map

Site CW-3A (FTMM-25) - Charles Wood Area
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-17
Utility Map

Site CW-6 (FTMM-28) - Charles Wood Area
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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Figure K-18
Utility Map

Site CW-1 (FTMM-22) - Charles Wood Area
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  



HYD.

ABANDONED 2" G.I.

AB
AN

DO
NE

D 
2"

8"

8"

252'.58

6"

FIRE LINE

4" POLY N.J.N. GAS OWNED

HYD.

ENCASED IN CONCRETE

6" C.I. 123
456

7
8910

1112

95'
.68

'.1
0"

84'.

95'.

46'.5"
96'.10"

79'.5"

4" POLY N.J.N.GAS

28'.10"

1'.8"27'.

CURB

8" AC

S
24"

15"

15"

4"
6"

8"

S

S

A

A
8"

8"

10"

10"
8"

10"

STORM

21" INV 51.53

24" INV 51.28

15" INV 52.03

SANI8" INV 53.80
5" INV 53.13

45.36
45.19

45.22

8"

44.02

45.65
45.48

44.21
44.08

44.91

57.95
53.98

6" 
VC

8" VC

STORM
6" INV 52.66
8" INV 52.49

4"

PLUIGGED

IE 51.814" C.I. IE. 51.98

IE. 60.00

6" C.I.

SWALE

FIRE LINE

COND. RETURN
2%%129"

12"

S

8"

8"

COCO

STEAMCONDENSATE

NEW HEAT, SUPPLY

AND RETURN LINES

BURIED IN THIS

GENERAL AREA

CAUTION

PIV

SWALE

HYD.

38

NEW 1997

47
V106

PIV

A

A

A S

S

S

ACID NEUTR. TK.

S

8"

8"

8"

S

2" 
ST

EA
MCO

ND
 R

ET
.

1%
%1

29
"

ST
EA

M 
& C

ON
D 

COND. RETURN

2%%129"
4" 100# STEAM 

IN 10" GALV. CONDUIT

BOTH  2 1/2" COND.RET. AND

BLOW DOWN BLR PLT.

6" E.H.C.I.

FIRE

FIRE

10" STEEL DOM.

8" DOM.
8" STEEL FIRE

8" STEEL FIRE

10
" S

TE
EL

 DO
M.

6"

6"

FIRE

6"

6"

FIRE

8" STEEL FIRE

10" STEEL DOM.

8" STEEL FIRE

CUT AND CAPPED 1982

S

8"
12"

4" POLY

15"

PIV

PIV

HYD.

PIV

PIV

HYD.

PIV
PIV

PIV

VALVES IN PIT

2565

2531

HYD
.

HYD
.

RESERVOIRDISCONECTED

PIV
.

PIV
.

PIV
.

PIV
.

8" C
.I. (

 A.C
. )

6"

6"

6"

6"

6"

PIV
.

6"

6" C
.,I.

6" C
.,I.

2" 
GA

LV
.

6" C.,I.

3" G
.I.

6" TRANSITE
6" T

RANSITE

8" C
.I. (

 A.C. )

6" T
RANSITE

3" G
.I.

HYD.

2" G.I.

HYD.

4'.

3' 

EMPTY

win
d b

rac
es

ALTTI. VLV. IN BLR. RM.

30" IE 30.57
21" IE 48.29

30"
 IE

 41
.75

18" IE 50.35

IE 50.77

15" IE 51.43
19" IE 51.85

6" IE 47.,50
8" IE 50.2015" IE 46.75

8" IE 44.54
15" IE 44.25

8"

TOP EL 48.95
12"IE 44.49

TOP E 49.00

12" IE 49.00

NOTE 

A
S

=
=

ACID SEWER

= STORM SEWER
8" IE 57.54

8" IE 44.53

8" IE 43.47

8" IE 45.11
12" IE 44.78

IE 45.58

IE 45.58

15
" IE

 40
.15

8" IE 41.95
15"  IE 41.46

10" IE 42.72
15" IE 42.728" IE 43.72

15"

10"

6" 

6" 

IE 46.73
IE 46.8

6" T.C.

6" T.C.

C.O.

C.O.

6" 
V.C

.

53.2'
46.13'

8"

8"
312

.8'

376
.2'

46.25'

4" T.C.

4" T.C.

45.
10'

45.
15'

41.9'

42.
82'

42.2'

44.
8'

45.
3'

42.
92'

42.
63

15"

35.40'
43.54'

6" C.,I.

46.'10"38
'.8

"

23.'5"

76
' 6"

CORNER

20' 6"

47
' 11

"

38
' 6"

59' 7"

35'

28
' 6

"

44' 8"

25
' 10

"

COM. M.H.

52' 6"

39
' 9

"

4" POLY

2" 
PO

LY 
N.J.N

. G
AS

39' 4"

23' 8"
26' 2"

16' 6"

14'
 4"

24" IE 49.60

30" IE 49.10

42"
 RC

42" RC

SANITARY SEWER

3"  G.I.

3"  G.I.

8"

4" STEAM

6'.

4" STEAM

4" 
ST

EA
M

8"

10"
4" 

PO
LY 

N.J.N
. G

AS
 OWNED

COND. RETURN

2%%129"

NOTE

8" C
.I. (

 A.C. )

10" STEEL DOM.
8" STEEL FIRE

2" 
GA

LV
.

4" POLY NMJN GAS

15" V.C.P.

2" P
OLY 

N.J.N
. G

AS

30"

30"

30"

15" V.C.P.

6"
FIRE LINE

PERIMETER OF MEYER CTR
AND  COURT YARD

NEW 1994

44

45

V1
32

60

57

58

59

V137

V123

V1
24

V126

V1278V125
56HYD

V102

V101

V100A

V103

NOT FOUND 3 / 98

PIV

PIV

NEW SUB

PIV

BY F.M.F.D.

PAINTED BLUE 
LOCKED OPEN
BY F.M.F.D.

PAINTED BLUE 
LOCKED OPEN

CW1MW291

CW1MW32

CW1MW33

CW1MW34

CW1MW35

CW1MW36

CW1MW37

CW1MW40
2700MW06

CW2MW30

CW2MW31 CW2MW32

CW2MW33

2700MW01

2700

2706

2715

2525

Quartz Avenue

Wats
on 

Ave
nue

Sat
elli

te R
oad

Laboratory Road

Fe
bru

ary
 25

, 2
01

1 H
:\G

IS\
GI

S M
ap

s\J
T\G

rou
nd

wa
ter

 C
on

tam
ina

nt 
Ma

ps
\Si

te 
CW

-2 
Ut

ility
 M

ap
.m

xd

Map created by:
Fort Monmouth Installation GIO, 

Environmental Division
Fort Monmouth, New Jersey

Date:  February 25, 2011
New Jersey State Plane Feet, NAD83

Figure K-19
Utility Map

Site CW-2 (FTMM-22) - Charles Wood Area
Fort Monmouth, New Jersey
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Every effort has been made to ensure the accuracy of the utility locations, 
however they may not be complete or accurately depicted. Field confirmation 
of utility locations and elevations is recommended prior to any excavation activites.  
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